Many decorative floor coverings and the bonding materials used to install them are sensitive to excessive moisture. Moisture can cause floor coverings to swell or blister and wood flooring may even buckle. The adhesives used to secure the flooring materials can dissolve and allow it to come loose from the substrate. Continued exposure to moisture allows mold to grow under the flooring material, which can cause discoloration and affect the health of the building occupants.

**What is moisture vapor and why does it impact flooring?**

Persistent moisture typically comes from the concrete substrate in the form of vapor. Moisture vapor is the gaseous form of water. It surrounds us every day and is measured as relative humidity in the atmosphere. Concrete has a crystalline structure with many capillaries between the cement crystals. These capillaries allow the movement of moisture vapor through the concrete.

Based on the laws of physics, the moisture vapor will move to areas of lower concentration or lower relative humidity. If there is a source of moisture in or below the concrete, the moisture vapor will move to the surface of the concrete through the capillaries where it can affect moisture sensitive floor coverings. This occurs in concrete on ground as well as in suspended concrete slabs. Plumbing leaks can also be a source of moisture in a concrete slab.

**Measuring Moisture Vapor**

ASTM F710 defines the Standard Practice for Preparing Concrete Floors to Receive Resilient Flooring. In this standard, the first step is to find out how much moisture vapor is emitted from a concrete slab. There are two methods commonly used to measure the moisture vapor transmission rate (MVTR) from a concrete slab. Both methods can be used with on grade or above grade concrete slabs.

ASTM F1869, the Standard Test Method for Measuring Moisture Vapor Emission Rate of Concrete Subfloor Using Anhydrous Calcium Chloride, is the older test. It relies on measuring the amount of moisture vapor emitted by the surface of a concrete slab. ASTM F1869 measures MVTR in terms of pounds of water per day per 1,000 sq. ft. of floor area. ASTM F710 recommends an emission rate less than 3 pounds per day per 1,000 sq. ft. for the installation of resilient floor covering.

ASTM F1869 measures the moisture in the top ¼” of a concrete slab but does not measure the moisture deep in the slab that could potentially reach the surface with environmental changes. (This is not an acceptable method for measuring the moisture vapor transmission rate in lightweight concrete slabs.)

ASTM F2170 measures the relative humidity of a concrete slab. This is the Standard Test Method for Determining Relative Humidity in Concrete Floor Slabs Using in situ Probes. It measures the moisture present deep within a concrete slab. This is the moisture that can escape and affect floor coverings and bonding materials after installation.

ASTM F710 recommends that the relative humidity in a concrete slab be below 75% for installation of most resilient floor covering. With either test method for MVTR, it is important to follow directions for the number and frequency of individual tests in order to achieve accurate readings. In many cases, it is best to run both tests to measure moisture movement from a concrete slab.

**Controlling Moisture Vapor**

If the MVTR is higher than allowed for the particular floor covering and adhesive to be installed in the project, the concrete slab must be prepared to accept a moisture vapor barrier. A liquid coating is then applied to the bare concrete subfloor, such as TechMVC™ 100% Solids Epoxy Moisture Vapor Control.

TechMVC can be applied to concrete with moisture vapor transmission rates as high as 25 lbs. of moisture emitted per day per 1,000 sq. ft. It can also be installed on concrete slabs with an internal relative humidity of 100%. Properly installed, TechMVC can reduce the moisture transmission rate from a concrete slab to below most floor covering and adhesive manufacturers’ recommendations.

Before applying TechMVC, ensure that the concrete slab is structurally sound, clean, dry and free from contaminants that would prevent a good bond. Ambient temperature should be above 50ºF, but not over 90ºF. The concrete slab should be at least 7 days old and should have an ICRI CSP of 3. If necessary, the concrete should be shot blasted.
CONTROLLING MOISTURE VAPOUR FROM CONCRETE SUBFLOORS

The mixed product should not be allowed to remain in the mixing container. It must be immediately poured onto the floor and spread uniformly. It is best to spread the material on the floor with a gauged squeegee to the required thickness and then roll it smooth with a lint-free roller. Allow the product to thoroughly cure and then examine the surface for voids, pin holes and air bubbles. Any air bubbles should be shaved off with a sharp blade. A second coat is then applied to fill the craters formed by the bubbles and any voids or pin holes observed. This application should be tight to the surface of the first coat in order to fill the voids.

Completing the Surface Preparation

The newly coated subfloor should be protected from traffic while it cures and until it is covered with any necessary underlayment and the floor covering. A self-leveling underlayment, such as TechLevel™ 150 Premium Self-Leveling Underlayment, can be applied over the moisture vapor control barrier to smooth and level the floor before installation of the decorative flooring.

A suitable primer, such as TechPrime™ A Advanced Acrylic Multi-Surface Primer, must be applied to the fully cured moisture vapor control barrier and allowed to dry before the installation of the self-leveling underlayment. In the rare case where the concrete slab is smooth and level, it may be suitable to bond directly to the moisture vapor barrier. Check with the adhesive manufacturer for proper installation over epoxy coatings.

Careful and complete surface preparation with a moisture vapor control barrier can increase the longevity of decorative resilient or wood floor coverings.
CONTROLLING MOISTURE VAPOR FROM CONCRETE SUBFLOORS

CUSTOM’s Technical Services department is available to answer questions about appropriate surface preparation and the application of moisture vapor control barriers to protect floor coverings.

CUSTOMTech Products Available

- **TechMVC™** 100% Solids Epoxy Moisture Vapor Control
- **TechPrime™ A** Advanced Acrylic Multi-Surface Primer
- **TechPrime™ E** 100% Solids Epoxy Primer
- **TechLevel™ 150** Premium Calcium Aluminate Based Self-Leveling Underlayment
- **TechLevel™ XP-1** High Performance Calcium Aluminate Based Self-Leveling Underlayment
- **TechLevel™ 100** Calcium Aluminate Self-Leveling Underlayment
- **Silk™** Calcium Aluminate-Based Patching and Finishing Compound
- **GenPatch™** General Purpose Calcium Aluminate-Based Patch

The information in this bulletin is presented in good faith, but no warranty, express or implied, is given nor is freedom from any patent in as much as any assistance furnished by CUSTOM with reference to the safe use and disposal of its products provided without charge. Custom Building Products assumes no obligation or liability therefore, except to the extent that any such assistance shall be given in good faith.